A wide area monitoring system (WAMS) with reliable telecommunication infrastructure can be expanded and enhanced with additional protection and control functionalities using synchronized phasor data measurements. With that aim, we have developed a multifunctional line protection (MFLP) model with both system and back-up protection functions. Theoretical premises based on transmission and relay protection system knowledge, together with the experience gathered from the operation of existing wide area systems, were used to develop the proposed model. Four main groups of simulation scenarios were defined in order to test the newly implemented functions. The results of the simulation process confirm the assumptions underlying the design of our MFLP module. Simulation results are then used for definition of the protection criteria required for implementation of the wide area protection algorithm in a control center. Conclusions drawn from the protection responses of the proposed algorithm that strengthen the algorithm design process are elaborated in the paper. The main contribution of the paper is the design and development of a centralized MFLP algorithm based on synchronized phasor data that is able to issue a trip command to a circuit breaker before an out-of-step condition occurs.
Introduction
Protection and control systems in modern transmission networks are divided into three basic layers, as depicted on Figure 1 . The first layer consists of independent transmission lines, transformer and busbar relay protection systems with a bay computer (BC) and a station computer (SC) responsible for execution. Systems and intelligent electronic devices (IED) in this layer run automatically in time domains ranging from milliseconds to minutes with the local data stream from an instrument transformer. In the third layer there are systems and applications for controlling the entire transmission power system, utilizing all available power system data. Actions in the control room are executed in automatic and manual mode.
Powers system estimation [1] , system disturbance monitoring [2] , observability and detection [3] are important features of smart transmission system network automation and protection system. This system includes wide area control and wide area protection, which constitute the wide area monitoring, protection and control (WAMPAC) system [4, 5] . There has been a massive deployment of phasor measurement units (PMU) across transmission networks [6] [7] [8] . Therefore, information synthesis can be performed at a control center to control and protect transmission network during various disturbances and even predict potential power swings [9] . A WAMPAC system should be fully incorporated and connected to the central SCADA (Supervisory Control and Data Acquisition) system to extend the control and protection functionality for the transmission network ( Figure 2 ). Usually, a SCADA system consists of several DS, remote terminal units (RTU), SCs, electronic highways (DSs from other transmission system operators (TSOs)) and back-up (redundant) measurement systems for interconnection lines. WAMPAC systems are being developed to cover the deficiencies of the currently used protection systems in different countries (e.g., the Latvian system [14] ). This paper uses the Croatian transmission system as a study case. A WAMPAC system should be fully incorporated and connected to the central SCADA (Supervisory Control and Data Acquisition) system to extend the control and protection functionality for the transmission network ( Figure 2 ). Usually, a SCADA system consists of several DS, remote terminal units (RTU), SCs, electronic highways (DSs from other transmission system operators (TSOs)) and back-up (redundant) measurement systems for interconnection lines. WAMPAC systems are being developed to cover the deficiencies of the currently used protection systems in different countries (e.g., the Latvian system [14] ). This paper uses the Croatian transmission system as a study case. The second layer includes a central WAMPAC system, usually located in national/transmission area control centers (NCCs). The main data source (DS) for this protection system is phasor data measurements from PMUs. Execution times for this system are in the range from a few hundred milliseconds to minutes. WAMPAC applications use synchronized data to protect the wider transmission network, like an extension of the local line relay protection functions and some advanced system protection functions (e.g., out-of-step [10, 11] ). Occurrence of out-of-step conditions can have serious consequences [12, 13] . This second layer is interconnected with both the first and the third layers. A WAMPAC system should be fully incorporated and connected to the central SCADA (Supervisory Control and Data Acquisition) system to extend the control and protection functionality for the transmission network ( Figure 2 ). Usually, a SCADA system consists of several DS, remote terminal units (RTU), SCs, electronic highways (DSs from other transmission system operators (TSOs)) and back-up (redundant) measurement systems for interconnection lines. WAMPAC systems are being developed to cover the deficiencies of the currently used protection systems in different countries (e.g., the Latvian system [14] ). This paper uses the Croatian transmission system as a study case. A prerequisite for a WAMPAC system is to have an efficient communication infrastructure available to the TSO. Availability of optical fibers following the high voltage transmission line pathway enhanced with the communication IED enables the development of a WAMPAC system. This communication infrastructure has been installed throughout the last decade and it presents no additional capital cost burden for WAMPAC project development. What needs to be assured is the satisfactory reliability and time delay that are very strict for protection purposes since final command signals need to be issues in time frame shorter than 200 ms. Each communication pathway for a dedicated PMU device has two routes. Main and reserve paths utilize different physical infrastructures. Table 1 presents delays through the communications infrastructure. 1 All values presented have been validated with the TSO at the National control center.
The WAMPAC system must have a connection to the station and BC at substations in order to relay the circuit breaker trip commands and other issued alarm signals. Alarms and protection events are parts of the SCADA alarm and event list and therefore a communications link toward the SCADA system has to be available for the required data transfer. Data from phasor data concentrators (PDCs) can also be used in advanced and hybrid energy managements system (EMSs). Additional functions in central control centers for automatic generation control (AGC) and operator training simulators (OTSs) can be improved with the integration of the WAMPAC system data stream.
The basic system architecture for WAMPAC applications relies on the existing WAM system [15, 16] which is expanded with additional functionalities. The central system protection (CSP) system that is the most important part of a WAMPAC system has two main components: the multifunctional line protection (MFLP) part and the central protection function (CPF) part. At the end of the design process the CPF system is created. CPF relies on values generated in MFLP and compares these values for a whole transmission network to perform the needed operations. A suggested power system control and protection system structure is depicted in Figure 3 .
Multifunctional Line Protection
In continental Europe, the 400 kV transmission network is the power system backbone. Full observations of all segments in all operational conditions is the main task of the TSOs. There is an ongoing massive deployment of PMUs across the system. The Croatian TSO has already installed PMU devices at all 400 kV transmission lines and the work presented in this paper focuses on development of the advanced protection functionalities that require wide PMU coverage. The prerequisite for such wide coverage of transmission system with PMU measurements is a strong requirement that is not easily fulfilled, but the presented case-study from a real system demonstrates the capabilities and potential that algorithm based on such data coverage can have. The current trends and efforts in the development of transmission systems head toward massive deployment of PMU devices and MFPL algorithm presented in this paper even with its limitations could provide insights and benefit for further development.
Transmission line back-up protection design is a sensitive process that depends on many factors. Current TSO protection strategies rely entirely on using differential protection strategies which have clear and sharp boundaries with good protection selectivity criteria but are sensitive to topology and impedance changes. Utilization of PMU data can help develop functions not dependent on impedance values and protection device setting and enable the design of protection functions using phase angle values. In the future back up protection solutions for transmission networks not entirely covered with PMU devices (e.g., segments of 220 kV transmission networks) that would have to rely on state estimation are expected to be researched. Recent research work [20, 21] highlights the importance of WAMPAC systems in transmission networks. A list of basic features of different technical solutions for advanced protection systems is presented in Table 2 . It is important to note that for a transmission system of a larger scale compared to the study-case example the size of the system presents an obstacle that has not been solved. The solution must be headed in the direction of effective division of a large system into smaller control zones that would run advanced protection algorithms in parallel.
The most common technique for out-of-step protection uses impedance measurements implemented into relay protection devices. The resistance-based (R dot) technique is rarely used. Voltage-based and swing voltage center-based methods are also not commonly used due to their sensitivity in the setting phase stemming from source impedance values and power system reduction to the required two-machine model. Tracing generator angles in some transmission control centers is not so common. All of these methods only have local measurement data available. A WAMPAC system has measurements from a wider transmission network and does not depend on network element configurations. Others methods, like fuzzy logic-based and neural network-based, are still in the development phase and for now cannot be used in real applications in transmission network control centers.
Inertia values (H) for generators and parts of the system needed, system reduction, study work phase Apparent impedance trajectory based (e.g., [22] )
Resistance based (e.g., [23] ) ✓ ✕ ✕ ✓ study work phase Voltage based (e.g., [24] ) ✓ ✕ ✕ ✓ source impedances dependent, study work phase Swing voltage/Speed acceleration criterion based (e.g., [25] )
voltage on source dependent, study work phase, system reduction (2 machines) approximation Neural network based (e.g., [26] ) ✓ ✕ ✕ ✕ study work phase Impedance based (e.g., [27] ) ✓ ✕ ✕ ✓ source impedances dependent, study work phase 1 Protection setting process is sensitive to network configurations.
One of the defining protection functionalities of the WAMPAC system is a MFLP. It has two main modules [27] [28] [29] [30] : system protection function module and line back-up protection function module (Figures 4 and 5) . Conditions at each transmission line ends are covered with PMU measurement data and data gathered from the SC and the BC. To be able to respond to system wide transmission network disturbances (voltage, frequency and angle instability) in a proper way, the system protection function must be parametrized carefully in the setting phase. Phasor data streams from different parts of the transmission network must be collected in the control center. The collection of these data in real time enables realization of the backup line function module of the MFLP. Line back up protection functions are important both Energies 2017, 10, 633 5 of 27 communications infrastructure time has an acceptable time delay in range of 50 ms and the delay time on server machines in control centers (<10 ms) is not a limitation for protection reactions. This means that the transfer of developed applications in a simulations environment to the real technical world is possible and will be the focus of future work. 
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Fuzzy logic/clustering based (e.g., [9] ) ✓ ✕ ✕ ✕ study work phase WAMPAC system (e.g., [10] ) ✓ ✓ ✓ ✓ Communication requirements
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One of the defining protection functionalities of the WAMPAC system is a MFLP. It has two main modules [27] [28] [29] [30] : system protection function module and line back-up protection function module (Figures 4 and 5 ). Conditions at each transmission line ends are covered with PMU measurement data and data gathered from the SC and the BC. communications infrastructure time has an acceptable time delay in range of 50 ms and the delay time on server machines in control centers (<10 ms) is not a limitation for protection reactions. This means that the transfer of developed applications in a simulations environment to the real technical world is possible and will be the focus of future work. One of the defining protection functionalities of the WAMPAC system is a MFLP. It has two main modules [27] [28] [29] [30] : system protection function module and line back-up protection function module (Figures 4 and 5 ). Conditions at each transmission line ends are covered with PMU measurement data and data gathered from the SC and the BC. To be able to respond to system wide transmission network disturbances (voltage, frequency and angle instability) in a proper way, the system protection function must be parametrized carefully in the setting phase. Phasor data streams from different parts of the transmission network must be collected in the control center. The collection of these data in real time enables realization of the backup line function module of the MFLP. Line back up protection functions are important both data measurement additional alarming, monitoring, and protection criteria can be obtained in order to preserve transmission stability. CSP ( Figure 5 ) in this particular case was designed for angle stability issues in the transmission network [31] [32] [33] . This algorithm for central protection application deals with active power oscillations and out-of-step conditions in the transmission network. Available phasor data technology has recently been used on the basis of gathered knowledge and experience from the operation of classical numerical line protection. Line protection devices have well-proven and efficient protection functions. These protection functions have two different functionalities which are incorporated in a single piece of hardware or IED. The first and main functionality is to protect a line from a fault (e.g., short circuit) and the second one is system functionalities which provide various system functions. Usage of different system functions [5] in these protection devices has some obstacles. In general, it is hard to achieve full system observability just from one point in the system. Regular line protection has available data measured only from one transmission line end. Rarely is the measurement data from other line end available. Line differential protection exchanges the data between both ends but only for a limited data range. That is the reason why during system disturbance it is difficult to realize advanced system protection functions since all the required data streams are not available.
MFLP Functions in WAMPAC System
The basis for both groups of protection functions (system and line back-up protection) are positive sequence components of measurements from PMU devices. The PMU data represents a sufficient foundation to handle symmetrical three phase system disturbances and line faults. MFLP is tuned and oriented to track conditions in four operating stages of the transmission network for angle stability enhancement:
(1) Normal operating condition in the transmission network tracing the execution of the day-ahead plans cycle (24 h ahead). Network operation footprint will be traced and all line breaker switching operations will be recognized in accordance with the plan [34, 35] . All critical system values are monitored. (2) Short circuit conditions in the wider transmission network are monitored and recognized in line back up protection functions. Selectivity criteria help locate the exact position of short circuit faults. Circuit breaker tripping criteria are generated based on the gathered data. (3) Power swing conditions in transmission network with the available measurements can be recognized with the availability of the right data. In those circumstances an alarm is generated To be able to respond to system wide transmission network disturbances (voltage, frequency and angle instability) in a proper way, the system protection function must be parametrized carefully in the setting phase. Phasor data streams from different parts of the transmission network must be collected in the control center. The collection of these data in real time enables realization of the backup line function module of the MFLP. Line back up protection functions are important both because of back up protection criteria and for system real time protection criteria. From the phasor data measurement additional alarming, monitoring, and protection criteria can be obtained in order to preserve transmission stability. CSP ( Figure 5 ) in this particular case was designed for angle stability issues in the transmission network [31] [32] [33] . This algorithm for central protection application deals with active power oscillations and out-of-step conditions in the transmission network.
Available phasor data technology has recently been used on the basis of gathered knowledge and experience from the operation of classical numerical line protection. Line protection devices have well-proven and efficient protection functions. These protection functions have two different functionalities which are incorporated in a single piece of hardware or IED. The first and main functionality is to protect a line from a fault (e.g., short circuit) and the second one is system functionalities which provide various system functions. Usage of different system functions [5] in these protection devices has some obstacles. In general, it is hard to achieve full system observability just from one point in the system. Regular line protection has available data measured only from one transmission line end. Rarely is the measurement data from other line end available. Line differential protection exchanges the data between both ends but only for a limited data range. That is the reason why during system disturbance it is difficult to realize advanced system protection functions since all the required data streams are not available.
(1) Normal operating condition in the transmission network tracing the execution of the day-ahead plans cycle (24 h ahead). Network operation footprint will be traced and all line breaker switching Energies 2017, 10, 633 7 of 28 operations will be recognized in accordance with the plan [34, 35] . All critical system values are monitored. (2) Short circuit conditions in the wider transmission network are monitored and recognized in line back up protection functions. Selectivity criteria help locate the exact position of short circuit faults. Circuit breaker tripping criteria are generated based on the gathered data. (3) Power swing conditions in transmission network with the available measurements can be recognized with the availability of the right data. In those circumstances an alarm is generated and if needed circuit breaker switching/tripping must be carried out to prevent more serious consequences. (4) If the system is about to reach out-of-step conditions these are also recognized in time and the transmission network is again separated in order to prevent more serious consequences. Table 3 lists realized system protection and line backup protection functions in developed Matlab model with the purpose of monitoring transmission network operations and prevent angle instability. All functions are realized assuming the availability of phasor data measurements. Table 3 . MFLP algorithm segments realized in the developed Matlab model.
No. Protection and Monitoring Functions

System Protection Line Back up Protection
1.
Phase angle difference (∆ϕ) Over current protection 2.
Rate of change of angle (angle velocity) ω Over load protection 3.
Angle acceleration α Line differential protection (∆I) 4.
Rate of change of voltage Line impedance protection 5.
Rate of change of current Under voltage protection 6.
Rate of change of active power Over voltage protection 7.
Rate of change of reactive power Voltage monitoring 8.
Rate of change of resistance Current monitoring 9.
Rate of change of reactance Active power monitoring 10.
Rate of change of impedance Reactive power monitoring 11.
Equivalent inertia constant of the system Impedance monitoring
Tracking of all values listed in the table above (Table 3) is a prerequisite for the definition of additional criteria for advanced protection functions. Key performance indices are calculated and defined for these values in order to be used as an input for protection settings.
System protection functions are the focus of the development process. The goals were to design an application in a simulation environment capable of reacting to system disturbances like angle stability. These functionalities are associated and linked to a particular transmission line. Knowledge and experience from the operation of the currently installed WAM systems underlines a need to also track other electrical values besides voltages and currents, so the rate of change of voltage, rate of change of current, rate of change of power and rate of change of impedance are added. These values are utilized in the protection system design process.
Protection Criteria
A major task of new general criteria in MFLP is the angle observation throughout the transmission network to prevent angle instability [36] [37] [38] [39] . The new algorithm utilizes collected and available angle measurements of existing WAM systems. Besides angle values, values of angle velocity and angular acceleration that are crucial to detecting angle instabilities are continuously calculated and monitored.
Usually, protection schemes distinguish between short circuits and other disturbances like power swing oscillations by means of the impedance trajectory [40] . Relay protection knowledge and experience push the development of algorithm in the direction of achieving independence from using values which depend on transmission system impedance. The developed algorithm described in this paper uses impedance independent values (power and angle values).
The outcomes of angle instabilities are out-of-order values of power flows, currents and voltages. Monitoring of these values and their rate of change is therefore important. Various threshold criteria are obtained from these measurements.
System Protection Algotithm
System protection functions are based on processing angle values (ϕ) of busbar voltage. General criteria for voltage angle difference across transmission network can be expressed as in Equation (1) and applied for both dense and meshed transmission systems. The aim is to observe the angle difference across all transmission lines (N represents the busbar number). For the case of the modelled transmission study case (the Croatian transmission system) the number of busses is 6:
Out-of-step can spread through transmission network and can come to a pass on a particular line. Identification of this line is important. The angle differences on all lines has to be monitored since the largest angle difference occurs on transmission lines with out-of-step conditions compared to adjacent lines, as shown in Equation (2). These maximum values are used as the main criteria for generating tripping commands to circuit breakers:
Angle differences on adjacent lines will be used as additional criteria for better disturbance positioning, as in Equations (3) and (4) . Both sides of affected transmission lines have to be monitored (−∆ϕ and +∆ϕ). The values are also used to locate the zero voltage points on transmission lines (an indicator where in transmission network separation should be made):
Criteria for detection of an affected transmission lines with out-of-step condition (∆ϕ OOS ), is expressed by Equations (5)- (7) . Fulfilling all three of the criteria at the same time is a trigger to issue tripping commands to line circuit breakers:
∆ϕ OOS > +∆ϕ ij (7) Impedances and power quantity values depend on system source impedances and other system parameters. The first and second derivative of the voltage angle difference (angle velocity and angle acceleration) are added as criteria for locating the transmission line affected by out-of-step condition. A selectivity criterion is vital to be obtained from the protection perspective and to achieve those additional criteria must be included into the remedial scheme (angle velocity and angle acceleration above the set limit as in Equations (8) and (9)):
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To obtain the characteristic footprint for these values in transmission network it is necessary to do simulations that will be explained in the following section of the paper. Out-of-step disturbance is characterized by strong voltage deviations. On transmission lines affected by this disturbance the voltage dip can almost reach zero volts on one transmission line end. During out-of-step conditions voltage lower limit almost reaches zero (U LOWER LIMIT ≈ 0). This fact is used as an additional criterion (Equation (10)):
.N} (10) In order to assure a distinction between the short circuit fault and out-of-step conditions extra criteria were utilized. Three phase short circuits have certain features similar to out-of-step conditions. The most selective and well proven concept of line differential protection based on phasor data is used (Equation (11) shows the current difference). This criterion is also used for line back up protection. It is a very valuable criterion with a strictly defined and sharp operation edge.
Line Back-Up Protection Algorithm
Back-up functionalities for transmission lines are part of the WAMPAC system. These functionalities can be emulated with dedicated line relay protection functions inside MFLP. It is crucial to have line back up protection in order to achieve the same level of protection as in traditional relay protection devices. Protection functions in the MFLP model, like relay devices, use available line end voltage and current measurements, collected from PMUs and instrument transformers. Line end voltage U L and current I L are expressed as in Equations (12) and (13):
Monitoring and protection functions were used for internal calculation of the complex expressions for line end voltage (Equation (14)) and line current (Equation (15)) measurements. These values are needed for other series of calculations:
At the line end protection relay or MFLP through PMU measures line voltage U L , defined as in Equations (16) and (17):
Re
In order to emulate the impedance protection the same principal of complex expressions was used. Impedance measurement calculations for line protection function are constantly being compared to the pre-set values. Calculated impedance uses complex values (Equations (18) and (19) ) and is needed for system and back up protection functions:
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For advanced operations in a transmission network, the most commonly used impedance characteristic for distance protection function of a relay device is a polygon shaped characteristic. Distance protection uses specifically tailored characteristics for line protection. For remote back up protection more than one distance zone is needed. Based on the principles of the abovementioned equations the algorithm for line back up protection is defined.
Power swing and out-of-step functions use different and much wider impedance characteristics than distance protection. They characteristically use envelopes of all impedance zones of the distance protection and it is the most outer placed characteristic in the R/X plane.
Disturbance Origin Direction in Transmission Network
Locations of short circuit faults in the observed transmission network can be located using the WAMPAC system. The same way active power oscillations in the system can also be traced utilizing the results from WAMPCA, specifically a CSP system. Short circuit and other system disturbances have different footprints. Patterns of three values will be utilized for that purpose: (1) busbar voltage values;
(2) angle dynamics values (rate of change of angle (ROCOA)); (3) angle velocity values on transmission line. Busbar with the lowest voltage value indicates the disturbance origins (DO) happened on that busbar or somewhere in the vicinity, as shown by Equation (20):
Change of angle dynamics and angle velocity on a particular transmission line is described by Equations (21) and (22): dt and ∆ϕ ij ) are used for the creation of protection criteria. This multi-criterion algorithm is needed for composite and cascading transmission network disturbances which are, unlike short circuit faults, hard to detect and locate. Implementing these criteria efficiently locates the DO (Equation (23)) and in observed transmission network faulted busbar or transmission line can be pointed out. Additionally, with the usage of these criteria the direction of the DO can also be determined:
Equivalent System Inertia Observed from Single Transmission Line
TSOs have all the necessary data from the transmission system, but in some cases data from generation units that are owned by generation companies is not available. The functions in WAMPAC applications preferably depend only on data from PMU devices installed on transmission lines that are under the TSO's supervision. Based on the classical model of generators, if we neglect the damping constant which does not affect natural frequencies, swing equitation for a single generator unit during angle instability can be expressed with Equation (24) . Mechanical power from turbine P m and electrical generator output P e can be unbalanced. M represents the angular momentum expressed in p.u. (Equation (25)), H represents a normalized inertia constant and ω s the angular speed:
The resulting moment M changes the speed from nominal values and results with angular acceleration α on the generator terminals. Accelerating power P a is shown by Equation (26):
Accordingly, that segment of generation unit motion can be equivalently described for the high voltage transmission level with PMU data. Equation (26) can be adopted for the calculation of the equivalent system inertia H eq observed on the transmission line (Equation (27)). Both values needed are measured, difference in active power (∆P line ) and angle (angle acceleration α line ) between sending end and receiving end of the line:
These values are available from the MFLP module for each transmission line equipped with PMU devices. Active power difference ∆P line can be defined with Equation (28) . Active power during normal operation can be defined as ∆P const and during a disturbance event active power on line will be changed and that power is denoted as ∆P disturb :
It is assumed that active power on sending and receiving transmission line ends is defined as follows (Equation (29)). Thus, line losses can be neglected:
Both line ends have measurements for active power. During normal operation the conditions are as shown by Equation (30) . Moment manifested on transmission line which can push transmission network towards angle instability is accordingly zero in normal operating conditions:
Angle instability in the transmission network will change the active power flow and the MFLP function will track that change. The change can be quantified with calculating the equivalent system inertia observed from the particular line and that value can be used as a supporting and additional input into the central protection scheme.
Transmission Network and System Protection Model
In order to accomplish the steps required for moving from the currently operational WAM system installed in the control center towards a full capability WAMPAC system, a simulation environment was developed in Matlab.
A detailed model of Croatian 400 kV network [8] with PMU devices installed on all lines ( Figure 6 ) is required to initiate the modeling and implementation of the WAMPAC system. The Matlab model for transmission network from Figure 6 together with the network equivalents were modeled. The CSP system with the structure depicted in Figure 5 was developed in Matlab. At this stage only positive sequence values were used. The Matlab Simulink simulation environment is used and the model is shown in Figure 7 . The data generated during the simulations is wholesome and well-structured and therefore the performed analyses have good value. The model needs to fulfill the following requirements: The model was verified and validated with archived data for regular switching operations and with data gathered from various disturbances occurring in the transmission network [41] [42] [43] . The design and verification process of model are done in different phases. The first phase uses archived data for all transmission elements which are being modelled. In the second phase responses from the simulations are verified with transmission system events recorded data (various static scenarios like power flow and circuit breaker operations recorded by the WAM system, relay protection systems and SCADA system). The transmission AC line parameters shown in Table 4 are implemented in the model. One of the control methods in the design phase that can indicate wrong parameters measurements is fault propagation speed that is limited with its upper bound and depends on the capacitance and inductance of the lines. The data generated during the simulations is wholesome and well-structured and therefore the performed analyses have good value. The model needs to fulfill the following requirements: The model was verified and validated with archived data for regular switching operations and with data gathered from various disturbances occurring in the transmission network [41] [42] [43] . The design and verification process of model are done in different phases. The first phase uses archived data for all transmission elements which are being modelled. In the second phase responses from the simulations are verified with transmission system events recorded data (various static scenarios like power flow and circuit breaker operations recorded by the WAM system, relay protection systems and SCADA system). The transmission AC line parameters shown in Table 4 are implemented in the model. One of the control methods in the design phase that can indicate wrong parameters measurements is fault propagation speed that is limited with its upper bound and depends on the capacitance and inductance of the lines. The data generated during the simulations is wholesome and well-structured and therefore the performed analyses have good value. The model needs to fulfill the following requirements: The model was verified and validated with archived data for regular switching operations and with data gathered from various disturbances occurring in the transmission network [41] [42] [43] . The design and verification process of model are done in different phases. The first phase uses archived data for all transmission elements which are being modelled. In the second phase responses from the simulations are verified with transmission system events recorded data (various static scenarios like power flow and circuit breaker operations recorded by the WAM system, relay protection systems and SCADA system). The transmission AC line parameters shown in Table 4 are implemented in the model. One of the control methods in the design phase that can indicate wrong parameters measurements is fault propagation speed that is limited with its upper bound and depends on the capacitance and inductance of the lines. Table 4 . AC positive and zero line parameters for the modelled 400 kV transmission network. In order to have a flexible model for studying the different protections scenarios and faults a three phase circuit breaker representation is modeled. That way each phase can be independently controlled with an internal timer or with external control (protection function blocks). The opening time for circuit breakers is less than 100 ms. Circuit breaker operations can be traced with PMU measurements after the identification of their characteristic footprint. The opening sequence of circuit breakers creates a discontinuity in the power flow on measured transmission lines. Those discontinuity aspects are addressed in following Sections 4.1 and 4.2 of this paper and in previous work by the authors [35] .
AC Line
All system and line back up functions (Table 3 ) were designed and created as a part of the MFLP module. Four main protection segments of the MFLP for each transmission line are depicted in Figure 8 . In order to have a flexible model for studying the different protections scenarios and faults a three phase circuit breaker representation is modeled. That way each phase can be independently controlled with an internal timer or with external control (protection function blocks). The opening time for circuit breakers is less than 100 ms. Circuit breaker operations can be traced with PMU measurements after the identification of their characteristic footprint. The opening sequence of circuit breakers creates a discontinuity in the power flow on measured transmission lines. Those discontinuity aspects are addressed in following Sections 4.1 and 4.2 of this paper and in previous work by the authors [35] .
All system and line back up functions (Table 3 ) were designed and created as a part of the MFLP module. Four main protection segments of the MFLP for each transmission line are depicted in Figure 8 . A more detailed scheme with a description of the MFLP can also be found in Appendix A. With the described model a flexible simulation environment for all kinds of protection behavior testing was created. The primary design objective was to realize an environment for protection testing in various system disturbances like active power oscillations and out-of-step conditions. These disturbances are rare events and it is hard to test and compare the global protection response in an online system, therefore highlighting the importance of the developed model.
In order to improve the functionalities of the WAMPAC system changes are already being done for PMU devices with extended functionality and capability set. New PMU devices will have the following main features ( Table 5 ) according to IEEE C37.118.2 standard that can be used for the development of new protection functions. A more detailed scheme with a description of the MFLP can also be found in Appendix A. With the described model a flexible simulation environment for all kinds of protection behavior testing was created. The primary design objective was to realize an environment for protection testing in various system disturbances like active power oscillations and out-of-step conditions. These disturbances are rare events and it is hard to test and compare the global protection response in an online system, therefore highlighting the importance of the developed model.
In order to improve the functionalities of the WAMPAC system changes are already being done for PMU devices with extended functionality and capability set. New PMU devices will have the following main features (Table 5 ) according to IEEE C37.118.2 standard that can be used for the development of new protection functions. 
Protection Function Responses
Angle instability conditions were a primary focus of this paper for researching system protection responses in the developed model. Monitoring voltage angles values ( Table 3 -No. 1, 2, 3) between line ends is crucial for angle stability protection while the majority of the rest of the values mentioned will be used as direct protection inputs or as an auxiliary parameters.
Setting of the main angle protection function can be obtained using and analyzing simulation results. Tracking the values change and rate of change of electrical values and analyzing these values can lead to the definition of extra protection criteria. Applying additional criteria for protection purposes can aid the detection of breaker switching operations and disturbances.
In the next four sections the characteristic values from disturbance simulations for two selected 400 kV transmission lines between corresponding busbars (Zerjavinec-Tumbri-Melina- Figure 6 ). The disturbance is simulated on 400 kV line Tumbri-Melina with values presented for the neighboring Zerjavinec-Tumbri 400 kV transmission line. These values from neighboring lines give insight into damping effect through transmission network.
From a relay protection perspective in general there are two groups of disturbances. In the first group are undemanding disturbances for the relay protection system to detect and react like short circuits on lines, transformers or busbars. Other more demanding disturbances for the relay protection system include system-wide disturbances like power swing and out-of-step conditions. Both types of disturbances were studied. All events and disturbances were precisely followed and traced during a 10 s simulation period. The results are used to parametrize and adjust the protection system settings.
Normal Operating Condition in Transmission Network
Monitoring normal operation with PMU data in a MFLP module provides valuable insight into the transmission conditions. Almost all switching operations during normal and regular network Energies 2017, 10, 633 15 of 28 operations can be traced. A very accurate footprint can be generated. Relatively small changes in the observed angle values can be recorded and recognized with the MFLP algorithm. That small change in angle difference and ROCOA is depicted in Figure 9 . Angle acceleration changes (Figure 10a ) are presented for two lines for normal loading conditions during the event of disconnection from operation of the 400 kV Tumbri-Melina line. It can be clearly seen that the change values are significantly higher on the line where the circuit breaker operated (Tumbri-Melina). Nevertheless the same event can be detected on the neighboring line that remains in operation, which demonstrates the possibility of also tracing events in a transmission network during normal operating conditions. The same trend can be followed for additional values, e.g., voltage changes (Figure 10b ). These small changes in values can be also be traced by overlapping the three corresponding busbar voltages to detect the source of the change. Additional values that can be used in a similar way are active and reactive power values measured on the one or both line ends ( Figure 11 ) where a distinctive difference can be seen. Angle acceleration changes (Figure 10a ) are presented for two lines for normal loading conditions during the event of disconnection from operation of the 400 kV Tumbri-Melina line. It can be clearly seen that the change values are significantly higher on the line where the circuit breaker operated (Tumbri-Melina). Nevertheless the same event can be detected on the neighboring line that remains in operation, which demonstrates the possibility of also tracing events in a transmission network during normal operating conditions. The same trend can be followed for additional values, e.g., voltage changes (Figure 10b ). Angle acceleration changes (Figure 10a ) are presented for two lines for normal loading conditions during the event of disconnection from operation of the 400 kV Tumbri-Melina line. It can be clearly seen that the change values are significantly higher on the line where the circuit breaker operated (Tumbri-Melina). Nevertheless the same event can be detected on the neighboring line that remains in operation, which demonstrates the possibility of also tracing events in a transmission network during normal operating conditions. The same trend can be followed for additional values, e.g., voltage changes (Figure 10b ). These small changes in values can be also be traced by overlapping the three corresponding busbar voltages to detect the source of the change. Additional values that can be used in a similar way are active and reactive power values measured on the one or both line ends ( Figure 11 ) where a distinctive difference can be seen. These small changes in values can be also be traced by overlapping the three corresponding busbar voltages to detect the source of the change. Additional values that can be used in a similar way are active and reactive power values measured on the one or both line ends ( Figure 11 ) where a distinctive difference can be seen. Power values also represent valuable additional indication that a certain event occurred. It can be overlapped with other values to support the decisions. On that basis an algorithm for recognition of circuit breaker operations is designed. Data analyses from the WAM system implemented in the control center showed tracking is possible through the whole network and for different transmission voltage levels. Those indications are useful in the recognition process of circuit breaker operations. In that sense almost every breaker operation on the transmission network observed with PMU devices can be clearly caught with PMU data independently from the status signal indicator of the circuit breaker.
Short Circuit Conditions on Transmission Lines
Disturbances like short circuits in the transmission network are common and can be entirely monitored and observed with data generated from PMU devices with characteristics described in Table 3 . Characteristic values behavior in transmission network in those conditions are presented.
Compared to normal operation (Figure 9 ) all angle values are significantly higher ( Figure 12 ). The disturbances have a characteristic footprint manifested through a strong distortion of voltage and current in a short period of time on a line affected by a fault. Total fault clearing time is only a few 50 Hz periods (60 to 80 milliseconds). Event time horizon can be split into four main segments. The first and last segments have the same values. The second segment includes a high increase of values until the circuit breaker opens on both line sides and the auto reclose sequence starts. Then in the third segment, due to the dead time of the auto reclose sequence, the angle difference between busbars is constant but has new values because the line was disconnected. In the last segment after closing of the breakers the regular values of the angle difference are restored. A similar trend can be observed for angle acceleration and busbar voltage values ( Figure 13 ). Two important conclusions can be drawn:
(1) The indication of location where the fault occurs only based on angles values points to the fact that the DO is near the Tumbri substation (according to Equation (23)). (2) The fact that circuit breaker closing can be detected and traced is based on the very high angle acceleration values during this short lasting event. That event is pinpointed from the values of ROCOA (Figure 12b ) and angle acceleration (Figure 13a ), after the closing command from the auto-recloser sequence. Additional criteria for DO location (Equation (23) Power values also represent valuable additional indication that a certain event occurred. It can be overlapped with other values to support the decisions. On that basis an algorithm for recognition of circuit breaker operations is designed. Data analyses from the WAM system implemented in the control center showed tracking is possible through the whole network and for different transmission voltage levels. Those indications are useful in the recognition process of circuit breaker operations. In that sense almost every breaker operation on the transmission network observed with PMU devices can be clearly caught with PMU data independently from the status signal indicator of the circuit breaker.
(1) The indication of location where the fault occurs only based on angles values points to the fact that the DO is near the Tumbri substation (according to Equation (23)). (2) The fact that circuit breaker closing can be detected and traced is based on the very high angle acceleration values during this short lasting event. That event is pinpointed from the values of ROCOA (Figure 12b ) and angle acceleration (Figure 13a ), after the closing command from the auto-recloser sequence. Additional criteria for DO location (Equation (23) Busbar faults generate a similar pattern behavior like transmission line faults but for precise detection an extra criterion is needed (line differential function). The differential protection can detect various kinds of faults if the right measurement is available since the current patters are unique for every type and location of a corresponding fault. The current pattern for a fault simulated on the Tumbri-Melina line (Figure 14a ) and the neighboring Zerjavinec-Tumbri line (Figure 14b ) is presented. The values presented on the graphs have different y-axis values. The line differential function localized the fault locations on the Tumbri-Melina line. The neighboring line has negligible values for the line differential current. The line currents have almost the same values and there is an overlap of curves on Figure 14b . Small values are a consequence of the line charging current and do not represent an obstacle for the developed algorithm. Busbar faults generate a similar pattern behavior like transmission line faults but for precise detection an extra criterion is needed (line differential function). The differential protection can detect various kinds of faults if the right measurement is available since the current patters are unique for every type and location of a corresponding fault. The current pattern for a fault simulated on the Tumbri-Melina line (Figure 14a ) and the neighboring Zerjavinec-Tumbri line (Figure 14b ) is presented. The values presented on the graphs have different y-axis values. The line differential function localized the fault locations on the Tumbri-Melina line. The neighboring line has negligible values for the line differential current. The line currents have almost the same values and there is an overlap of curves on Figure 14b . Small values are a consequence of the line charging current and do not represent an obstacle for the developed algorithm. Busbar faults generate a similar pattern behavior like transmission line faults but for precise detection an extra criterion is needed (line differential function). The differential protection can detect various kinds of faults if the right measurement is available since the current patters are unique for every type and location of a corresponding fault. The current pattern for a fault simulated on the Tumbri-Melina line (Figure 14a ) and the neighboring Zerjavinec-Tumbri line (Figure 14b ) is presented. The values presented on the graphs have different y-axis values. The line differential function localized the fault locations on the Tumbri-Melina line. The neighboring line has negligible values for the line differential current. The line currents have almost the same values and there is an overlap of curves on Figure 14b . Small values are a consequence of the line charging current and do not represent an obstacle for the developed algorithm. 
Power Swing Conditions in Transmission Networks
Active power oscillations or power swings in the transmission network were the focus of the research described in this paper. This phenomena is very challenging for real time detection and protection in meshed transmission networks. Modern MFLP modules have the ability to cover alarming issues, trace DO and properly react using PMU data. As was presented in previous sections (Sections 4.1 and 4.2) tracing of all three angles values has great potential for out-of-step-protection in WAMPAC applications.
An out-of-step disturbance is a version of angle instability and has its own characteristic footprint. Angle instabilities (e.g., power swings) are not as localized as it was the case with circuit 
An out-of-step disturbance is a version of angle instability and has its own characteristic footprint. Angle instabilities (e.g., power swings) are not as localized as it was the case with circuit breaker operations or short circuit faults. Oscillations can appear or propagate from anywhere in the wider transmission system or generator unit. Oscillations propagate through whole network with a certain damping effect. Power swing disturbances can last for a certain period of time [44] if local protection systems do not react. The goal of the MFLP module if an out-of-step disturbance has a small oscillation compared to the line rated power is to generate an alarm together with the indications of DO while leaving action decisions to the operational crew in the control center. If oscillations exceed some preset threshold value a tripping command is generated by the MFLP module and a reaction is assured. Measurements in the vicinity of the DO record larger deviations across all measured system values. The damping effect through the transmission network reduced deviations in electrical values as was mentioned already. Simulations results were presented for the Tumbri-Melina line and the neighboring Zerjavinec-Tumbri line. Figure 16 shows the characteristic footprints for intensive power swings near a disturbance source in the Melina substations for the angle perspective ( Figure 16a ) and rate of change of angle (Figure 16b ). Both measured values are exposed to strong oscillations on the line closer to the DO which pinpoints the DO at the 400 kV Melina substation. Figure 16 shows the characteristic footprints for intensive power swings near a disturbance source in the Melina substations for the angle perspective ( Figure 16a ) and rate of change of angle (Figure 16b ). Both measured values are exposed to strong oscillations on the line closer to the DO which pinpoints the DO at the 400 kV Melina substation. A similar pattern is valid for angle acceleration (Figure 17a ). Monitoring of these values can be a reliable pointer to elements in the transmission network where the disturbance originates Voltage values on the busbar in three substations also give valuable insight into conditions during such system disturbances (Figure 17b ). A similar pattern is valid for angle acceleration (Figure 17a ). Monitoring of these values can be a reliable pointer to elements in the transmission network where the disturbance originates Voltage values on the busbar in three substations also give valuable insight into conditions during such system disturbances (Figure 17b ).
The largest voltage drop occurs at the Melina substation and from there oscillations propagate through the whole network. Additional criteria can be created with power value measurements (active and reactive). These additional criteria for protection purposes can be created with the values of active and reactive power change. Tripping criteria can be supplemented with the measurements of rate of change of power ( Figure 18 A similar pattern is valid for angle acceleration (Figure 17a ). Monitoring of these values can be a reliable pointer to elements in the transmission network where the disturbance originates Voltage values on the busbar in three substations also give valuable insight into conditions during such system disturbances (Figure 17b ). Power swings can in some cases develop into much more serious events, out-of-step conditions disturbances, and because of this power swings in transmission network must be observed, traced and reacted to in a proper time frame.
Out-of-Step Conditions in Transmission Networks
The most severe stage of angle instability is out-of-step condition. It can develop from active power oscillations in a transmission network or from some sudden events. The MFLP module was designed to have the capability of proper reaction using PMU data. These protection functions depend mainly on angle values with the support of additional criteria.
Out-of-step disturbances also have characteristic patterns. All measured values reach very high amplitudes like short circuit conditions, but in the case of out-of-step conditions such high values can last much longer. Actions of traditional relay protection systems always have a delay in their reaction but the developed MFLP module using PMU measurements is able to react in an extremely short period before the first slip happens (ϕ ≥ 180°).
Another 400 kV substation was chosen (Zerjavinec instead of Melina) for this out-of-step condition simulation series. The 400 kV Ernestinovo substation has four international interconnection tie lines and it is assumed that such a serious disturbance will be imported from the external transmission network and that the source will not be inside the smaller test system that was modelled in detail. Active power oscillations were initiated at the 400 kV Ernestinovo substation and a Power swings can in some cases develop into much more serious events, out-of-step conditions disturbances, and because of this power swings in transmission network must be observed, traced and reacted to in a proper time frame.
Out-of-step disturbances also have characteristic patterns. All measured values reach very high amplitudes like short circuit conditions, but in the case of out-of-step conditions such high values can last much longer. Actions of traditional relay protection systems always have a delay in their reaction but the developed MFLP module using PMU measurements is able to react in an extremely short period before the first slip happens (ϕ ≥ 180 • ).
Another 400 kV substation was chosen (Zerjavinec instead of Melina) for this out-of-step condition simulation series. The 400 kV Ernestinovo substation has four international interconnection tie lines and it is assumed that such a serious disturbance will be imported from the external transmission network and that the source will not be inside the smaller test system that was modelled in detail. Active power oscillations were initiated at the 400 kV Ernestinovo substation and a consequence was out-of-step conditions occurring on the 400 kV Ernestinovo-Zerjavinec transmission line. The neighboring 400 kV Zerjavinec-Tumbri line is exposed to the power swing only as will be shown in the following figures (Figures 19-22 ).
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Angle dynamics clearly show the development of the out-of-step condition when the angle difference Δϕ reaches 180° on the Ernestinovo-Zerjavinec line (Figure 19 ). At that moment (the angle difference reaches 180°) a slip occurs (Figure 19a ) and the angle velocity has extremely high values (Figure 19b ). The MFLP module with the proposed algorithm can detect and react accordingly to this out-of-step disturbance. In the developed transmission model out-of-step conditions occur just on one 400 kV transmission line (Ernestinovo-Zerjavinec). Adjacent lines have significantly smaller oscillations and even farther away the transmission lines have even more damped oscillations. First the neighboring 400 kV Zerjavinec-Tumbri line undergoes only power oscillations. The angle acceleration, along the other two angle values of phase difference and ROCOA, has very high values for the line affected by this disturbance (Figure 20a ). The voltage pattern provides insight into the voltage decrease propagation through the network (Figure 20b ). The biggest voltage drop occurs at the 400 kV Ernestinovo substation. The angle and voltage dynamics depicted in Figure 20 , indicate that there is an oscillation source at the 400 kV Ernestinovo substation. Active and reactive power oscillations and rate of change of these values are also measured ( Figure 21 ) in the proposed protection system. This data gives valuable information about the disturbance and its propagation through the transmission system. Angle dynamics clearly show the development of the out-of-step condition when the angle difference Δϕ reaches 180° on the Ernestinovo-Zerjavinec line (Figure 19 ). At that moment (the angle difference reaches 180°) a slip occurs (Figure 19a ) and the angle velocity has extremely high values (Figure 19b ). The MFLP module with the proposed algorithm can detect and react accordingly to this out-of-step disturbance. In the developed transmission model out-of-step conditions occur just on one 400 kV transmission line (Ernestinovo-Zerjavinec). Adjacent lines have significantly smaller oscillations and even farther away the transmission lines have even more damped oscillations. First the neighboring 400 kV Zerjavinec-Tumbri line undergoes only power oscillations. The angle acceleration, along the other two angle values of phase difference and ROCOA, has very high values for the line affected by this disturbance (Figure 20a ). The voltage pattern provides insight into the voltage decrease propagation through the network (Figure 20b ). The biggest voltage drop occurs at the 400 kV Ernestinovo substation. The angle and voltage dynamics depicted in Figure 20 , indicate that there is an oscillation source at the 400 kV Ernestinovo substation. Active and reactive power oscillations and rate of change of these values are also measured ( Figure 21 ) in the proposed protection system. This data gives valuable information about the disturbance and its propagation through the transmission system. Additional criteria for protection purposes can be derived from those values. Alarming logic for detecting power oscillations can use this data. Another useful dataset being measured are the current values ( Figure 22 ). These can be helpful for selectivity protection criteria. The Ernestinovo-Zerjavinec line affected by out-of-step conditions has higher oscillation values than the other line (the y-axis values are different). Current measurements for both line ends have almost identical values and therefore the lines in Figure 22 are overlapped. 
Conclusions
All transmission network conditions and disturbance can be monitored, observed and identified with PMU measurements at ones disposal. The intention of this research was to utilize phasor data in a way that captures power system dynamic phenomena enabling advanced system protection schemes in future WAMPAC systems at transmission network control centers.
The process of designing a WAMPAC system is complex and is divided into phases. In the Additional criteria for protection purposes can be derived from those values. Alarming logic for detecting power oscillations can use this data. Another useful dataset being measured are the current values ( Figure 22 ). These can be helpful for selectivity protection criteria. The Ernestinovo-Zerjavinec line affected by out-of-step conditions has higher oscillation values than the other line (the y-axis values are different). Current measurements for both line ends have almost identical values and therefore the lines in Figure 22 are overlapped. 
The process of designing a WAMPAC system is complex and is divided into phases. In the starting phase a conceptual solution is developed. During that phase various analyses and simulations were carried out with selected important ones being presented in the paper. In the second Angle dynamics clearly show the development of the out-of-step condition when the angle difference ∆ϕ reaches 180 • on the Ernestinovo-Zerjavinec line (Figure 19 ). At that moment (the angle difference reaches 180 • ) a slip occurs (Figure 19a ) and the angle velocity has extremely high values (Figure 19b ). The MFLP module with the proposed algorithm can detect and react accordingly to this out-of-step disturbance.
In the developed transmission model out-of-step conditions occur just on one 400 kV transmission line (Ernestinovo-Zerjavinec). Adjacent lines have significantly smaller oscillations and even farther away the transmission lines have even more damped oscillations. First the neighboring 400 kV Zerjavinec-Tumbri line undergoes only power oscillations. The angle acceleration, along the other two angle values of phase difference and ROCOA, has very high values for the line affected by this disturbance (Figure 20a ). The voltage pattern provides insight into the voltage decrease propagation through the network (Figure 20b ). The biggest voltage drop occurs at the 400 kV Ernestinovo substation. The angle and voltage dynamics depicted in Figure 20 , indicate that there is an oscillation source at the 400 kV Ernestinovo substation.
Active and reactive power oscillations and rate of change of these values are also measured ( Figure 21 ) in the proposed protection system. This data gives valuable information about the disturbance and its propagation through the transmission system.
Additional criteria for protection purposes can be derived from those values. Alarming logic for detecting power oscillations can use this data. Another useful dataset being measured are the current values ( Figure 22 ). These can be helpful for selectivity protection criteria. The Ernestinovo-Zerjavinec line affected by out-of-step conditions has higher oscillation values than the other line (the y-axis values are different). Current measurements for both line ends have almost identical values and therefore the lines in Figure 22 are overlapped.
The process of designing a WAMPAC system is complex and is divided into phases. In the starting phase a conceptual solution is developed. During that phase various analyses and simulations were carried out with selected important ones being presented in the paper. In the second phase phasor data is used for different protection purposes such as the multifunctional line protection (MFLP) application described in this paper. The developed MFLP system has the scope and functionality of both backup protection functions and system protection functions.
The MFLP module and accompanying protection algorithm as a part of a WAMPAC system are presented. Out-of-step conditions are critical events for transmission power networks. The time domain of angle instability, more specifically out-of-step conditions, is in the milliseconds range and therefore the remaining reaction time is no more than 200 milliseconds. Fast and quality phasor measurement data streams can be used to establish an angle prediction algorithm. The proposed central protection MFLP module uses PMU measurements and has the ability to prevent first slip during out-of-step disturbances by issuing a trip command to the circuit breaker before the out-of-step conditions occurs. Additionally, such MFLP functionality enables full observability of relay protection system operations at the control center.
The presented protection algorithm was developed in the Matlab simulation environment alongside a test 400 kV transmission network and the corresponding protection system. All data streams required for data acquisition were also implemented. The developed transmission network model was subjected to a comprehensive validation and verification process using a broad range of archived data. The results of the characteristic simulation were presented to demonstrate the operation of MFLP reacting to specific disturbances like normal breaker switching operations, short circuit faults and heavy active power oscillations (powers swings and out-of-step conditions). The simulations show a distinctive pattern difference between the various events and recognize key characteristics that can be used to detect and locate the disturbances in a transmission system.
The presented work is based on a 6-bus system and in an online server test developed back-up line protection function performed well and reacted in a time frame smaller than 100 milliseconds. For a larger scale system that could consist of thousands of nodes division into control and protection zones would be required in order to implement a similar PMU protection algorithm. This will be the focus of our future work that will be continued in order to obtain the key performance indices for two basic operation conditions-normal breaker operations and disturbance events. Indices obtained in that manner can be used for setting parameters, including alarm levels and protection reaction levels, Energies 2017, 10, 633 24 of 28 in different protection modules. Furthermore, the design of algorithms for system disturbances like voltage instability and frequency instability will be analyzed.
The first segment in the MFLP module is a measurement input part (blue shaded area in Figure A1 ). It collects phase current and voltage measurements from line ends (bus 1 and bus 2) and creates a phasor data stream with positive voltage and current components. The phase values for voltage, current and power are created, (U, I, P and Q values) for monitoring purposes.
Further, the protection system input is created to build up protection algorithms for all functions from Table 3 . Other necessary measurements are extracted from the phasor data stream, such as Z, R, X, P and Q values (light green shaded area in Figure A1 ). These parts in the MFLP module have transmission line protection functionality in order to create line backup protection and additional criteria for WAMPAC.
The third part consists of protection settings and tripping criteria (light yellow shaded area of Figure A1 ). These segments of the system protection module have the functionality for detecting system disturbance on each transmission line. In that part polygonal characteristics for distance protection purposes are created. Line backup protection has key transmission protection functionality used in transmission system operations.
The last parts are the tripping matrices for line circuit breaker switching (light red shaded area in Figure A1 ). Additionally, alarms from all protection and monitoring functions can be generated and connected to a SCADA system located in the central control center.
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